
FOUNDATION LAYOUT

SETTING OUT TO BE IN ACCORDANCE WITH THE 
ARCHITECTS DRAWINGS

CENTRE LINES OF PILES AND GROUND BEAMS
ARE COINCIDENT

DENOTES DIRECTION OF SPAN OF PC
BEAM AND BLOCK GROUND FLOOR

GROUND BEAMS TO BE 450Dp.x550Wd. UNLESS
NOTED OTHERWISE
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FINISHES TO ARCHITECTS DETAILS

TYPICAL EDGE SECTION

275275

4
5

0

CL BEAM/PILE

PC FLOOR BY OTHERS

250 MINIMUM VENTILATED VOID

50 CLAYMASTER TO INTERNAL FACE 

175 CELLCORE HX-B (13/18) UNDER 

OF ALL EXTERNAL BEAMS

ALL GROUND BEAMS STOPPED OFF
AROUND PILES

PILE REINFORCEMENT TO BE TAKEN
600 MINIMUM INTO GROUND BEAM
AND BENT OVER
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WITHOUT  THE  PRIOR  APPROVAL  OF  THE  ENGINEER.
6.    NO DRAINAGE PIPES ARE TO BE CAST IN GROUND BEAMS

       WITH B.S. 8004.
5.    ALL FOUNDATION WORKS TO BE IN ACCORDANCE

GROUND BEAMS TO BE C32/40
CONCRETE  MIXES.4.    

       DRAWINGS.
3.    FOR ALL D.P.C. & D.P.M. DETAILS SEE ARCHITECTS

2.    THIS DRAWING SHALL NOT BE SCALED.

       DRAWINGS TOGETHER WITH THE SPECIFICATION.
       ALL RELEVANT ARCHITECTS, ENGINEERS & SPECIALISTS
1.     THIS DRAWING IS TO BE READ IN CONJUNCTION WITH

GENERAL  NOTES.

6032/P3/1/01
REINFORCEMENT IS LISTED ON SCHEDULE No.8.    

       50 TOP AND BOTTOM,  75 SIDES
7.    MINIMUM COVER TO ALL REINFORCEMENT TO BE :-
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LINKS :-

REINFORCEMENT PLAN

550Wd.x450Dp. BEAMS TO BE H10-01+H10-02
250. No. OFF PER BEAM SHOWN THUS [20]
450Wd.x450Dp. BEAMS TO BE H10-03-250
No. OFF PER BEAM SHOWN THUS (20)
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