All dimenslions are to be checked on site.
' Do not scale from this drawing
Use written dimensions only.
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. Allow to re—route z 5 B 5 g q B — ' — —
tea paint data and small
power cables around
new escape door.

Area T of Work for Small / |0bby
Power on the Ground Floor
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Strip out existing kitchen small power
points. Rewire new points back to the
existing distribution board in surface

corridor mounted steel conduit _<>
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15Amp Switched Fused Spur
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Area 2 of Work for Small male female

Power on the Ground Foor\ |
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These drawings shall be read in conjunction with
- the "Electrical Specification” by Rosiek Ltd
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classroom 1B

Double Socket Outlet

Single Socket Outlet

15Amp Switched Fused Spur
Connected to a Single Socket Outlet

Existing Distribution Board by MEM. All
circuits to be protected by RCBO type
circuit breakers. Allow to leave ZNo.
spare breakers on site per board

The contractor will be required to visit site prior to
|6Wy the submission of their tender documents.

No additional costs will be accepted due to the
contractors failure to carry out the specified
pre—tender survey. All items shown or noted on
these drawings together with the specification shall
be included within the tendered sum
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g The contractor shall allow to supply, wire, install and /N Twin CAT 6 data point wied back to
ted poi Allow to re—route | || cerifiy all of the points shown on this drawing. These server room.
data and small power points shall be wired back to the corrisponding H/L High level
cables around new K o - ’=‘ H distribution board and protected by new RCBO's. S
escape door. [ - | ——
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r EXIT L |:: : = — The containment system shall be complete in all
A 1 respects, galvanised metal and surface mounted to Rev. | Dato Revissd | Descripion
e B il existing brickwork or concrete. The contractor may |
i re—use the existing metal containment system which .
‘ Rosiek Ltd

houses the radiators but shall include for any
entrance repairs nesassary by specialist fabricator to leave Building Services

Consultant Engineers

the system complete and safe in all respects 22 The Cherry Orchard,
Hadlow,
Rooms where no new small power points are shown Kent.
TN11 OHU

- - shall be tested, certified and retained

Before any materials are ordered or installation File ref.
work commenced, the contractor shall put forward
their containment proposals for discussion
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