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VOID. NEW PIPEWORK TO CONNECT L = DOMESTIC SERVICES SCOPE OF WORKS:
INTO @35mm MCWS, @28mm HWSF & I N e PROVIDE NEW PIPEWORK CONNECTIONS TO NEW SANITARYWARE AS DETAILED ON LAYOUTS IN
@22mm HWSR AT GROUND FLOOR __ ACCORDANCE WITH HTM-04-01
_\_ ! o ALLPIPEWORK SHALL BE COPPER TO BS EN 1057
@22mm HWS F “ s o ALLPIPEWORK SHALL BE THERMALLY INSULATED IN 15MM PHENOLIC FOAM AND SHALL BE IDENTIFIED AS
@15mm HWSR [ IS i @15mm HWS R PERBS 1710
@22mm MCWS | Lr: @22mm HWS F o ALLVALVES TO BE MANUFACTURED BY CRANE OF HATTERSLEY
ayy o ALLFITTINGS MUST BE WRAS CERTIFIED
o THE CONTRACTOR MUST OBTAIN A COPY OF THE CLIENTS WATER SAFETY PLAN TO ENSURE THAT THEY
ADHERE TO THE PARTICULAR REQUIREMENTS OF THIS DOCUMENT.
. | o INACCORDANCE WITH BS8558, THE MAXIMUM PERMITTED HOT WATER DEAD LEGS, INCLUDING THE
S| BLENDED PIPEWORK, ON THE HOT WATER CIRCULATING SYSTEMS SHALL BE LIMITED TO 0.5 LITRE OR 3
METRES, WHICHEVER IS THE LOWER VALUE. NO DEAD LEGS/ DEAD ENDS TO BE INTRODUCED TO THE
0 15mm HWS F SYSTEM AS PART OF THE WORKS
O15mm HWS R o ANYDEAD LEGS/ DEAD ENDS IDENTIFIED DURING STRIPOUT TO BE STRIPPED BACK TO SOURCE
15 MCWS B o THE CONTRACTOR MUST ALLOW FOR:
- ALLNECESSARY STERILISATION, FLUSHING, FILLING AND VENTING OF ALL SERVICES TO BE POTABLE
I \ QUALITY.
= a - ALL TESTING, WITNESSING HYDRAULIC PRESSURE TESTS, BALANCING, VENTING AND COMMISSIONING.
i , - ALLLABORATORY TESTING TO PROVE WATER QUALITY IS FIT FOR ITS DESIGNATED PURPOSE.
- ALLPRIMARY AND SECONDARY SUPPORT SYSTEMS TO INSTALL THE SERVICES
TESTING & COMMISSIONING:
Gy | o THE CONTRACTOR SHALL ENSURE THAT ACCURATE RECORDS ARE TAKEN FOR ALL CHECKS AND
c& MEASUREMENTS UNDERTAKEN WITHIN THE COMMISSIONING SCOPE OF WORKS.
o THE MECHANICAL CONTRACTOR SHALL UNDERTAKE HYDRAULIC AND / OR PNEUMATIC PRESSURE
01017 TESTING OF PIPEWORK
TORCCESSIBLE\ - o THE MECHANICAL CONTRACTOR SHALL BE RESPONSIBLE FOR ENSURING THAT ALL PIPEWORK IS
, FLUSHED AND CHEMICALLY CLEANED BY OTHERS AS PER PD 855468
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