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Roller shutter to be
replaced. To spec.
L10/214

High mesh fencing to
grille areas with
maintenance door.
To spec. Q40/350

WBC CCTV
Generator

E&F Store
8.6m²

Renew non-slip
asphalt covering
to stairs

Renew non-slip
asphalt covering
to stairs

Solid metal
Durbar sheet
covering over
4No. spaces

2No. Spaces
under ventilation
grilles not used

New drainage
for metal
covering

Metal inclosure
with horizontal
hatch doors

see MEP
spec.

Note: Local height restrictors and signs to
be installed. Locations TBC prior to survey.
Spec. Q40/381

DB01
DB02

DB03

DB04

DB05

DB06

DB07

DB08

DB09

DB011

DB010

B01
B02

B03

B04

B07

B06

B05

WBC CCTV
Generator
exhaust pipe

WATER TANK
18.3m²

PLANT
10m²
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ESCAPE STAIR

8.6m²

Cycle
Store

13.6m²

St
1.6m²

EXTERNAL
ESCAPE STAIR
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Lift lobby
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Lobby
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4 spaces

Cycle racks
to spec.
Q40

Cycle racks
to spec.
Q40
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KEY
New partitions, spec. K10/115

New Taser room wall, spec. K10/120

New blockwork partition

New doors, spec. L10/L20

New glass, spec. L10

New sanitary, spec. N13

New fixed furniture, spec. N10

Additional layer of Plasterboard with

acoustic lining above dado

     Site boundary

     Security access Control

Automatic Powered Doors
New Door numbers
Room Number
Riser Hatch number

S
 

D039

001

D039

A

Notes:
1. This drawing is based on survey

information by Global Surveys. Measured
Building Survey. Dated Dec 2017. Provided
by Hertfordshire Constabulary Nov 2021

2. Existing vertical timber trims along walls
and wall paper in core to be stripped.

3. Infill openings above doors  (all around
core)

4. New partitions constructed off raised floors
with cavity barriers below but all extend
through suspended ceilings.

5. Refix existing timber stair edgings at all
levels and replace where missing to match
existing
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

DGS-BA-DR-A-00 250

FEB 22AR /CB / FEB 22

Basement Plan
Proposed

1:100 at A1

PRELIMINARY

DRAFT - TENDER ISSUEA 01.03.22 JP

DRAFT - TENDER ISSUE - WBC
generator relocated

B 09.03.22 JP

DRAFT - TENDER ISSUE - WBC
generator relocated. Cycle racks
added.

C 31.03.22 JP
PRELIM - TENDER ISSUED 22.04.22 JP
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NEW RWP
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Note: White, yellow, blue and red line marking to
rear yard and basement. Spec Q40/450

Restricted access in lift
lobbies. Allow for new
non-slip vinyl

Restricted access to lift.
Allow for new non-slip vinyl

As existing

As existing

As existing

Patch & repair asphalt
stair covering

Patch & repair asphalt
stair covering

As existing

Generator

Repair holes in
existing flooring
prior to applying
new finish

B01

B02

B03

B04

B07

B06

B05

0m

5m1m

2m

3m

4m

1:100 Scale Bar 10m

KEY

Non-slip safety sheet vinyl.
Polyflor Polysafe Standard
PUR. Colour Nordic grey
4090. Spec M50

Barefoot non-slip safety
sheet vinyl. Polyflor Polysafe
Hydro safe. Colour Marine
H4870. Spec M50
Non-slip safety plank vinyl.
Polyflor Polysafe Wood fx
PUR. Colour Sun bleached
oak. Spec M50

Barrier matting.
Heckmondwike Vanquisher.
Colour Charcoal. Spec
M50/300

Floor leveling screed- in general where
required to achieve specified FFL. Spec
M10
External - white, yellow, blue and red line
marking to rear yard and basement. Spec
Q40/450

Contrasting nosing to stairs. Gradus XT
Aluminium range. Colour Black insert. Spec
M50/200. Existing side stair trim to be
repaired and painted Gloss RAL7004.

Cavity barriers to all new partitions in floor
voids. Spec M50/200

Carpet tiles. DVS. Silver Grey
FF907. Spec M50

Non-slip floor coating. Watco
non-slip epoxy. Spec
M60/180.
Patch repair asphalt to
basement stairs.

As existing

Carpet tiles. DVS. Silver grey
stripe FD957.
Spec M50
Carpet tiles. DVS. Space
blue stripe FD573.
Spec M50
Carpet tiles. DVS. Colour
Mercury grey stripe FD965.
Spec M50

Non-slip safety sheet vinyl.
Polyflor Polysafe Stone fx
PUR. Colour Jurassic stone.
Spec M50

Carpet tiles. Tarkett Desso.
Anti-static. Colour WBC to
confirm. (WBC Area only).
Spec M50
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

AGS-BA-DR-A-00 360

APR 22AR /CB / APR 22

Floor Finishes
Basement Plan
Proposed

1:100 at A1

TENDER

TENDER ISSUEA ##.##.## JP

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021
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GIFA: 580m²
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AFFRAY STRIP

AFFRAY
STRIP

AFFRAY
STRIP

+150mm step

HD

HD

RAD relocated

ventilated upstand & Gutter

clrs
sink

01 02 03 04 05 06

Pigeon Holes/ Storage

+69.22 +69.64

2 new
steps

FBin

WB

+150mm step

262
A

262
A

B
262

263
C

263
C

D
263

D
263

B
262

RWPRWP

Taser
store
5.1m²

(184 Lockers)

Interview
Room 1
9.0m²

PJ room
9.7m²

Children's
Room 2
8.8m²

Private
Consultation

Room
9.2m²

Reception
Front Counter

23.5m²

Fleet/ FA / Post Room
18.0m²

Store
2.3m²

COMMS
ROOM
13.3m²

FITNESS ROOM
17.8m²

Drying
room
8.0m²

Visitor waiting
area

15.0m²

SNT
Equipment

store
12.2m²

Infill gaps in
stair wall STORE

1.5m²

New Acc
Doc M pack

2.9m²
(not compliant

size room)WC
11.7m²

Additional
sink

WC
8.6m²

LIFT

Cl. store
1.5m²

Kit Bag Room
(Shelve Unit by HC)

10.4m²

PSU Kit Bag Room
(Shelve Unit by HC)

46.2m²

Children's
Room
8.9m²

Circulation
14.0m²

Circulation
47.5m²

Property
Holding
Store 1

5m²

Property
Holding
Store 2
2.8m²

Locker
room

183.3m²

Circulation
44.5m²

wall lining

All GF window glazing
to be replaced with
laminated. Frames to
be fixed shut

FRFR

Infill
stairwell

Replace with 30min
FR window frame and glazing

New 30min FR door

Fire
protected
corridor

Tea point
2m²

800x
800

cabinet

800x
800

cabinet

800x
800

cabinet

800x800
expansion

space

TV
screen
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D014

D017
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D019

FOR EXTERNAL WORKS PLAN SEE DRAWING
A-00 255

FOR EXTERNAL WORKS PLAN SEE DRAWING A-00 255

NEW STAFF
ENTRANCE
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All GF window glazing
to be replaced with
laminated. Frames to
be fixed shut
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Lobby
1.8m²

Lobby
3.1m²

Shower rm.1
3.3m²

Shower rm.2
3.3m²

Shower rm.3
3.3m²

D002

D
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D001

A
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2943.5

1426
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1972.5

37
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.5

11
25

.5
24

55

3230.5
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KEY
New partitions, spec. K10/115

New Taser room wall, spec. K10/120

New blockwork partition

New doors, spec. L10/L20

New glass, spec. L10

New sanitary, spec. N13

New fixed furniture, spec. N10

Additional layer of Plasterboard with

acoustic lining above dado

     Site boundary

     Parking bays
     Vehicle access

    Building access

10

     Security access Control

Automatic Powered Doors
New Door numbers
Room Number
Riser Hatch number

S
 

D039

001

D039

A

Notes:
1. This drawing is based on survey

information by Global Surveys. Measur
Building Survey. Dated Dec 2017. Prov
by Hertfordshire Constabulary Nov 202

2. Existing vertical timber trims along wall
and wall paper in core to be stripped.

3. Infill openings above doors  (all around
core)

4. New partitions constructed off raised flo
with cavity barriers below but all extend
through suspended ceilings.

5. Refix existing timber stair edgings at all
levels and replace where missing to ma
existing
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

CGS-00-DR-A-00 251

FEB 22AR /CB / FEB 22

Ground Floor Plan
Proposed

1:100 at A1

PRELIMINARY

DRAFT - TENDER ISSUEA 01.03.22 JP

Ground Floor Plan
Scale 1:100

DRAFT - TENDER ISSUE - Void
behind showers omitted. Tea
point updated. WC cubicle walls
replaced.

B 31.03.22 JP

PRELIM - TENDER ISSUEC 22.04.22 JP
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+150mm step

ventilated upstand & Gutter

+69.22 +69.64

2 new
steps

FBin

+150mm step

RWPRWP

Bulkhead area where revolving
door has been removed. Restricted
access- Allow for repair/ replace
plasterboard ceiling.

Any exg. coving/
plasterboard edging /
moldings.
Emulsion paint. Colour
White. Spec M60/111

Store
as exg.

New suspended ceiling
system to follow
existing slope

Underside of stair.
Emulsion paint.
Colour White

FL 69.67
SCL 72.07

FL 69.67
SCL 72.07

FL 69.67
SCL 72.07
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SCL 72.36
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SP 72.41

SP 72.22
SP 73.14
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FL 69.67
SCL 72.36
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FL 69.67
SCL 72.36
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SCL 72.36

FL 69.67
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FL 71.49
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FL 69.67
SCL 72.36

FL 69.67
SCL 72.36

SCL 72.37

FL 69.67
SCL 72.36

FL 69.67
SCL 72.36

FL 69.67
SCL 72.17

FL 69.67
SCL 72.36

FL 69.67
SCL 72.36

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690 FFL to SCL 2,690 FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,690

FFL to SCL 2,400

FFL to SCL 2,400

FFL to SCL 2,400

FFL to SCL 2,400

FFL to SCL 2,400

FFL to SCL 2,690

FFL to SCL 2,690

SCL 71.61
FFL to SCL 2,400

FFL to SCL 2,690

FFL to SCL 2,500

FFL to SCL 2,500

FFL to SCL 2,400

FFL to SCL 2,700

Teapoint recess
FFL to SCL 2,300

RiserRiser

Riser

Restricted
access to lift.
Allow for
redecoration

SL 72.37

New recessed air curtain
heater. Refer to M&E
spec for detail.

FL 69.67

KEY
Suspended ceiling tile system
- general use. Rockfon Tropic.
600x600mm. Spec K40/110

Suspended ceiling tile system
- Moisture & corrosion
resistant. Rockfon Koral.
600x600mm. Spec K40/111
Suspended ceiling tile system
- Acoustic. Ecophon Master
Alpha. 600x600mm. Spec
K40/112

Exg plasterboard. Patch
repairs. Spec K10/270.
Emulsion paint finish. Spec
M60/111. Colour: White

M&E design is not shown on Architectural
drawings. Refer to M&E Eng's drawings
and spec for detail.

New plasterboard & skim
finish. Spec K10/225.
Emulsion paint finish. Colour
White. Spec M60/110

External underside of
canopies. Aluminium sheet
cladding. Spec J31/130

FL XX.XX

SCL XX.XX

Proposed floor level

Proposed suspended ceiling
level

WCs. Mechanical ventilation
grilles/ diffusers. Refer to
M&E eng's Spec

FFL to  SCL Finished floor level to
suspended ceiling level. (mm)

As Existing

Suspended ceiling tile system
- front reception. Rockfon
Tropic. 1200x600mm. Spec
K40/111

Cavity barrier to ceiling void.
Spec. K40/250
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

AGS-00-DR-A-00 351

FEB 22AR /JP / FEB 22

Reflected Ceiling Plan
Ground Floor Plan
Proposed

1:100 at A1

TENDER

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021

PRELIM - TENDER ISSUEA 22.04.22 JP
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+150mm step

3834

ventilated upstand & Gutter
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+69.22 +69.64

2 new
steps

FBin
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80
0

+150mm step

RWPRWP

1200

55
0

10
10

Non-slip vinyl to extend
under open kitchen worktops

Barrier
matting

Barrier
matting.
Charcoal

Barrier matting.
Charcoal

New nosing &
edging to stairs

Exg.

Barrier
matting

3200

15
00

21
00

2030

Restricted
access to lift.
Allow for new
flooring

Shower
tray

Shower
tray

Shower
tray

Mercury grey stripe

silver grey

silver grey

silver grey

silver grey

Mercury grey stripe

space blue
stripe

Mercury grey
stripe

Jurassic stone nordic
greynordic grey

nordic
grey

nordic
grey

nordic
grey

nordic
grey

nordic
grey

Jurassic
stone

Jurassic
stone

Jurassic
stone

Jurassic
stone

silver grey

Desso
anti-static

nordic
grey

nordic
grey

Marine

Marine

Marine

21
00

silver
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nordic
grey

nordic
grey

nordic grey

nordic
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KEY

Non-slip safety sheet vinyl.
Polyflor Polysafe Standard
PUR. Colour Nordic grey
4090. Spec M50

Barefoot non-slip safety
sheet vinyl. Polyflor Polysafe
Hydro safe. Colour Marine
H4870. Spec M50
Non-slip safety plank vinyl.
Polyflor Polysafe Wood fx
PUR. Colour Sun bleached
oak. Spec M50

Barrier matting.
Heckmondwike Vanquisher.
Colour Charcoal. Spec
M50/300

Floor leveling screed- in general where
required to achieve specified FFL. Spec
M10
External - white, yellow, blue and red line
marking to rear yard and basement. Spec
Q40/450

Contrasting nosing to stairs. Gradus XT
Aluminium range. Colour Black insert. Spec
M50/200. Existing side stair trim to be
repaired and painted Gloss RAL7004.

Cavity barriers to all new partitions in floor
voids. Spec M50/200

Carpet tiles. DVS. Silver Grey
FF907. Spec M50

Non-slip floor coating. Watco
non-slip epoxy. Spec
M60/180.
Patch repair asphalt to
basement stairs.

As existing

Carpet tiles. DVS. Silver grey
stripe FD957.
Spec M50
Carpet tiles. DVS. Space
blue stripe FD573.
Spec M50
Carpet tiles. DVS. Colour
Mercury grey stripe FD965.
Spec M50

Non-slip safety sheet vinyl.
Polyflor Polysafe Stone fx
PUR. Colour Jurassic stone.
Spec M50

Carpet tiles. Tarkett Desso.
Anti-static. Colour WBC to
confirm. (WBC Area only).
Spec M50
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L&L
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VGA PROJECT NUMBER
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WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.
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APR 22AR /CB / APR 22

Floor Finishes
Ground Floor Plan
Proposed

1:100 at A1

PRELIMINARY

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021
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KEY
New partitions, spec. K10/115

New Taser room wall, spec. K10/120

New blockwork partition

New doors, spec. L10/L20

New glass, spec. L10

New sanitary, spec. N13

New fixed furniture, spec. N10

Additional layer of Plasterboard with

acoustic lining above dado

Site boundary

     Security access Control

Automatic Powered Doors

New Door numbers
Room Number
Riser Hatch number

S
 

D039

001

D039

A

Notes:
1. This drawing is based on survey

information by Global Surveys. Measured
Building Survey. Dated Dec 2017. Provided
by Hertfordshire Constabulary Nov 2021

2. Existing vertical timber trims along walls
and wall paper in core to be stripped.

3. Infill openings above doors  (all around
core)

4. New partitions constructed off raised floors
with cavity barriers below but all extend
through suspended ceilings.

5. Refix existing timber stair edgings at all
levels and replace where missing to match
existing
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VGA PROJECT NUMBER
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WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

DGS-01-DR-A-00 252

FEB 22AR /CB / FEB 22

First Floor Plan
Proposed

1:100 at A1

PRELIMINARY

DRAFT - TENDER ISSUEA 01.03.22 JP

DRAFT - TENDER ISSUE -
Furniture layout updated

B 09.03.22 JP

First Floor Plan
Scale 1:100

DRAFT - TENDER ISSUE - SNT
zone furniture layout updated.
WC cubicle walls replaced.

C 31.03.22 JP
PRELIM - TENDER ISSUED 22.04.22 JP
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KEY
Suspended ceiling tile system
- general use. Rockfon Tropic.
600x600mm. Spec K40/110

Suspended ceiling tile system
- Moisture & corrosion
resistant. Rockfon Koral.
600x600mm. Spec K40/111
Suspended ceiling tile system
- Acoustic. Ecophon Master
Alpha. 600x600mm. Spec
K40/112

Exg plasterboard. Patch
repairs. Spec K10/270.
Emulsion paint finish. Spec
M60/111. Colour: White

M&E design is not shown on Architectural
drawings. Refer to M&E Eng's drawings
and spec for detail.

New plasterboard & skim
finish. Spec K10/225.
Emulsion paint finish. Colour
White. Spec M60/110

External underside of
canopies. Aluminium sheet
cladding. Spec J31/130

FL XX.XX

SCL XX.XX

Proposed floor level

Proposed suspended ceiling
level

WCs. Mechanical ventilation
grilles/ diffusers. Refer to
M&E eng's Spec

FFL to  SCL Finished floor level to
suspended ceiling level. (mm)

As Existing

Suspended ceiling tile system
- front reception. Rockfon
Tropic. 1200x600mm. Spec
K40/111

Cavity barrier to ceiling void.
Spec. K40/250

REV BYDATE

0mm 100mm50mmA1 ORIGINAL SCALE A1 ORIGINAL SCALE

WATFORD POLICE STATION
3 GEORGE STREET
WATFORD WD18 0BX

DRAWING NO

DRAWN / DATE CHECKED / DATE

c      Copyright Vincent and Gorbing Limited 2020

T: +44 (0) 1438 316 331
architects@vincent-gorbing.co.uk
vincent-gorbing.co.uk

Vincent and Gorbing Limited, Sterling Court
Norton Road, Stevenage, Hertfordshire SG1 2JY

FI
LE

 P
AT

H
 =

 Y
:\7

66
4 

W
at

fo
rd

 P
ol

ic
e 

St
at

io
n,

 3
 G

eo
rg

e 
St

re
et

\1
-V

G
A 

D
ra

w
in

gs
\2

d-
W

or
ki

ng
 D

ra
w

in
gs

\7
66

4-
W

PS
-V

G
A-

G
S-

01
-D

R
-A

-0
0 

35
2_

Pr
op

os
ed

 F
F_

R
C

P.
dw

g 
/ 0

0 
35

2

21/04/2022 - 11:05:13

DESCRIPTION

L&L

REV

VGA PROJECT NUMBER
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Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE
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Reflected Ceiling Plan
First Floor Plan
Proposed

1:100 at A1

TENDER

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021
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flooring
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silver grey
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KEY

Non-slip safety sheet vinyl.
Polyflor Polysafe Standard
PUR. Colour Nordic grey
4090. Spec M50

Barefoot non-slip safety
sheet vinyl. Polyflor Polysafe
Hydro safe. Colour Marine
H4870. Spec M50
Non-slip safety plank vinyl.
Polyflor Polysafe Wood fx
PUR. Colour Sun bleached
oak. Spec M50

Barrier matting.
Heckmondwike Vanquisher.
Colour Charcoal. Spec
M50/300

Floor leveling screed- in general where
required to achieve specified FFL. Spec
M10
External - white, yellow, blue and red line
marking to rear yard and basement. Spec
Q40/450

Contrasting nosing to stairs. Gradus XT
Aluminium range. Colour Black insert. Spec
M50/200. Existing side stair trim to be
repaired and painted Gloss RAL7004.

Cavity barriers to all new partitions in floor
voids. Spec M50/200

Carpet tiles. DVS. Silver Grey
FF907. Spec M50

Non-slip floor coating. Watco
non-slip epoxy. Spec
M60/180.
Patch repair asphalt to
basement stairs.

As existing

Carpet tiles. DVS. Silver grey
stripe FD957.
Spec M50
Carpet tiles. DVS. Space
blue stripe FD573.
Spec M50
Carpet tiles. DVS. Colour
Mercury grey stripe FD965.
Spec M50

Non-slip safety sheet vinyl.
Polyflor Polysafe Stone fx
PUR. Colour Jurassic stone.
Spec M50

Carpet tiles. Tarkett Desso.
Anti-static. Colour WBC to
confirm. (WBC Area only).
Spec M50
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

P2GS-01-DR-A-00 362

APR 22AR /CB / APR 22

Floor Finishes
First Floor Plan
Proposed

1:100 at A1

PRELIMINARY

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021

Issue for LPC ApprovalP1 11.04.22 CB

Issue for LPC ApprovalP2 12.04.22 CB
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GIFA: 575m²
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Printer
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D201
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D208
D209

D210

D211

D212

D213

D214

D215D216

D218 D220

D219

D221

D222

D217

H101

H102 H103
D224

WBC
M'GERS
OFFICE

4.7m²

PDU ROOM
26.8m²

QUIET /
REFLECTION

ROOM
10.1m²

REST
AREA
81.2m²

stationary /
copier

breakout area
44m²

Main AV screen wall

Infill gaps in
stair wall- all
levels

New Acc
Doc M pack
2.9m²
(not compliant
size room)

WC
11.7m²

Additional
sink

WC
8.6m²

LIFT

WBC entrance
Secure door

RAD removed

WBC
OFFICE
65.9m²

BRIEFING ROOM
104.1m²

FR

FR

Corrosion protection
& repaint to external
stair and landing

New  30min
FR door

New glazing to below
1100mm to act as guarding

New glazing to below
1100mm to act as guarding

New glazing to below
1100mm to act as guarding

Clrs store
1m²

MEETING ROOM
18.3m²

MAIN
KITCHEN

AV
 E

qu
ip

m
en

t AV Equipm
ent

Fold-up desks

TV fixed on
angled bracket

AV equipment mounted on
brackets from sloping

dormer wall

Timber slatted
screen. K10/295

AV Equipm
ent

AGILE WORKING
93.3m²
18 desks

Rads in front of windows
replaced with new. Refer to
M&E eng's spec for detail

Rads in front of windows
replaced with new. Refer to
M&E eng's spec for detail

Rads in front of windows
replaced with new. Refer to
M&E eng's spec for detail

STAIR
8.9m²

RISER

RISER

RIS.

FIRE
ESCAPE
STAIR

201

202

203

204

205

208

210

211
212

213

214

216 207

A
372

WBC
Kitchen
5.5m²
206

Triangular windows to
be refurbished as other
windows

CIRCULATION
23.2m²

Triangular windows to
be refurbished as other

windows

215

MEETING
ROOM
13.7m²

eq rack
WBC

COMMS ROOM
12.3m²

New glass
partitions (by
WBC)

Service
Void

D223

209

031

D224

New glass
partitions (by
WBC)

39
62

.5

2547

30
76

36
52

.5

1751.5

0m

5m1m

2m

3m

4m

1:100 Scale Bar 10m

KEY
New partitions, spec. K10/115

New Taser room wall, spec. K10/120

New blockwork partition

New doors, spec. L10/L20

New glass, spec. L10

New sanitary, spec. N13

New fixed furniture, spec. N10

Additional layer of Plasterboard with

acoustic lining above dado

     Site boundary

     Security access Control

Automatic Powered Doors
New Door numbers

Room Number
Riser Hatch number

S
 

D039

001

D039

A

Notes:
1. This drawing is based on survey

information by Global Surveys. Measured
Building Survey. Dated Dec 2017. Provided
by Hertfordshire Constabulary Nov 2021

2. Existing vertical timber trims along walls
and wall paper in core to be stripped.

3. Infill openings above doors  (all around
core)

4. New partitions constructed off raised floors
with cavity barriers below but all extend
through suspended ceilings.

5. Refix existing timber stair edgings at all
levels and replace where missing to match
existing
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Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.
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Second Floor Plan
Proposed

1:100 at A1

PRELIMINARY

DRAFT - TENDER ISSUEA 01.03.22 JP

Second Floor Plan
Scale 1:100

DRAFT - TENDER ISSUE - WBC
room updated as per drawing
CQ-1391-P100-0 from WBC

B 31.03.22 JP
PRELIM - TENDER ISSUEC 22.04.22 JP
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VO
ID

VO
ID

VO
ID

VO
ID

VO
ID

Underside of stair.
Emulsion paint.
Colour White

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.19

FL 76.88
SCL 79.19

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56FL 76.88

SCL 79.56

FL 76.88
SCL 79.19

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

FL 76.88
SCL 79.56

All sloping dormer ceilings, walls & columns.
Repair damaged plasterboard ceiling where
required to match existing. Spec K10/270.
Emulsion paint. Colour White. Spec M60/111

FFL to SCL 2,680FFL to SCL 2,680 FFL to SCL 2,680

FFL to SCL 2,680

FFL to SCL 2,680

FFL to SCL 2,310

FFL to SCL 2,680

FFL to SCL 2,680 FFL to SCL 2,680

FFL to SCL 2,680

FFL to SCL 2,680

FFL to SCL 2,680

FFL to SCL 2,310
FFL to SCL 2,310

FFL to SCL 2,310

Restricted
access to lift.
Allow for
redecoration

FL 76.88
SCL 79.19

FL 78.13
CL 80.35

FL 78.13
CL 80.44

201

202

203

204

205

208

210
211212

213

214

215

217

207

206

216

209

0m

5m1m

2m

3m

4m

1:100 Scale Bar 10m

KEY
Suspended ceiling tile system
- general use. Rockfon Tropic.
600x600mm. Spec K40/110

Suspended ceiling tile system
- Moisture & corrosion
resistant. Rockfon Koral.
600x600mm. Spec K40/111
Suspended ceiling tile system
- Acoustic. Ecophon Master
Alpha. 600x600mm. Spec
K40/112

Exg plasterboard. Patch
repairs. Spec K10/270.
Emulsion paint finish. Spec
M60/111. Colour: White

M&E design is not shown on Architectural
drawings. Refer to M&E Eng's drawings
and spec for detail.

New plasterboard & skim
finish. Spec K10/225.
Emulsion paint finish. Colour
White. Spec M60/110

External underside of
canopies. Aluminium sheet
cladding. Spec J31/130

FL XX.XX

SCL XX.XX

Proposed floor level

Proposed suspended ceiling
level

WCs. Mechanical ventilation
grilles/ diffusers. Refer to
M&E eng's Spec

FFL to  SCL Finished floor level to
suspended ceiling level. (mm)

As Existing

Suspended ceiling tile system
- front reception. Rockfon
Tropic. 1200x600mm. Spec
K40/111

Cavity barrier to ceiling void.
Spec. K40/250
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Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE
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Reflected Ceiling Plan
Second Floor Plan
Proposed

1:100 at A1

TENDER

TENDER ISSUEA ##.##.## JP

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021
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KEY

Non-slip safety sheet vinyl.
Polyflor Polysafe Standard
PUR. Colour Nordic grey
4090. Spec M50

Barefoot non-slip safety
sheet vinyl. Polyflor Polysafe
Hydro safe. Colour Marine
H4870. Spec M50
Non-slip safety plank vinyl.
Polyflor Polysafe Wood fx
PUR. Colour Sun bleached
oak. Spec M50

Barrier matting.
Heckmondwike Vanquisher.
Colour Charcoal. Spec
M50/300

Floor leveling screed- in general where
required to achieve specified FFL. Spec
M10
External - white, yellow, blue and red line
marking to rear yard and basement. Spec
Q40/450

Contrasting nosing to stairs. Gradus XT
Aluminium range. Colour Black insert. Spec
M50/200. Existing side stair trim to be
repaired and painted Gloss RAL7004.

Cavity barriers to all new partitions in floor
voids. Spec M50/200

Carpet tiles. DVS. Silver Grey
FF907. Spec M50

Non-slip floor coating. Watco
non-slip epoxy. Spec
M60/180.
Patch repair asphalt to
basement stairs.

As existing

Carpet tiles. DVS. Silver grey
stripe FD957.
Spec M50
Carpet tiles. DVS. Space
blue stripe FD573.
Spec M50
Carpet tiles. DVS. Colour
Mercury grey stripe FD965.
Spec M50

Non-slip safety sheet vinyl.
Polyflor Polysafe Stone fx
PUR. Colour Jurassic stone.
Spec M50

Carpet tiles. Tarkett Desso.
Anti-static. Colour WBC to
confirm. (WBC Area only).
Spec M50
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DESCRIPTION

L&L

REV

VGA PROJECT NUMBER

7664

WPS-VGA-

Written dimensions to be taken. Do not scale off the drawings. Any discrepancies written or
scaled should be brought to the attention of the architect immediately.  All drawings should be
read together and in conjunction with relevant related specifications, room data sheets and all
other consultant's information.

SCALE

P2GS-02-DR-A-00 363

APR 22AR /CB / APR 22

Floor Finishes
Second Floor Plan
Proposed

1:100 at A1

PRELIMINARY

Issue for LPC ApprovalP1 11.04.22 CB

This drawing is based on survey information by
Global Surveys. Measured Building Survey. Dated
Dec 2017. Provided by Hertfordshire Constabulary
Nov 2021

Issue for LPC ApprovalP2 22.04.22 CB

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.03

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.41

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.00

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
RAD

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
CL 79.55

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.53

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
CL 79.57

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
CL 79.55

AutoCAD SHX Text
SP 77.53

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
RAD

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
CL 79.27

AutoCAD SHX Text
DH

AutoCAD SHX Text
1.99

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.03

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
CL 79.27

AutoCAD SHX Text
US 78.92

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.86

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
Column

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.86

AutoCAD SHX Text
SP 77.99

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.99

AutoCAD SHX Text
CL 79.57

AutoCAD SHX Text
SP 78.89

AutoCAD SHX Text
SP 78.89

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.15

AutoCAD SHX Text
SP 80.80

AutoCAD SHX Text
SP 80.44

AutoCAD SHX Text
Column

AutoCAD SHX Text
Column

AutoCAD SHX Text
FL 76.86

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
B

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Column

AutoCAD SHX Text
Riser

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.03

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.41

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.00

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
RAD

AutoCAD SHX Text
RAD

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
CL 79.55

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.53

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
CL 79.57

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
CL 79.55

AutoCAD SHX Text
SP 77.53

AutoCAD SHX Text
SP 77.42

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
SP 77.63

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 78.06

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
RAD

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
CL 79.27

AutoCAD SHX Text
DH

AutoCAD SHX Text
1.99

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.05

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.03

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.04

AutoCAD SHX Text
CL 79.27

AutoCAD SHX Text
US 78.92

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
RAD

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 77.84

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
SP 78.32

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
SP 77.36

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
SP 78.00

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.86

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
Column

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.60

AutoCAD SHX Text
SP 77.86

AutoCAD SHX Text
SP 77.99

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.99

AutoCAD SHX Text
CL 79.57

AutoCAD SHX Text
SP 78.89

AutoCAD SHX Text
SP 78.89

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
RAD

AutoCAD SHX Text
CL 79.58

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
SP 79.33

AutoCAD SHX Text
(pitched ceiling)

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
SP 77.50

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
C-H 1.43

AutoCAD SHX Text
F-C 0.94

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
SP 77.80

AutoCAD SHX Text
DH

AutoCAD SHX Text
2.15

AutoCAD SHX Text
SP 80.80

AutoCAD SHX Text
SP 80.44

AutoCAD SHX Text
Column

AutoCAD SHX Text
Column

AutoCAD SHX Text
FL 76.86

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
B

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Riser

AutoCAD SHX Text
Column

AutoCAD SHX Text
Riser


