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NEW RWP NEW RWP

FB

EL

New steel door

WATER TANK
18.3m²

EXTERNAL
ESCAPE STAIR

8.6m²

Roller shutter

St
1.6m²

Basement
vehicle access

EXTERNAL
ESCAPE STAIR

10.4m²

4 
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es

4 
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es

13 spaces

E&F Store
8.6m²

WBC CCTV
Generator
exhaust pipe

PLANT
10m²

Cycle
Store

13.6m²

Lift lobby
5.2m²

Lobby
2.6m²

4 spaces

Lift

 fire service
access zone.
Q40/450

HL
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ATS
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DA

DA

PR

16A

CL

NEW SWITCHED FUSED
CONNECTION UNIT TO SERVE
CAT 5 BOOSTER PUMP UNIT

NEW IP ISOLATOR TP&N TO
SERVE FOUL WATER PUMP

CL

CL

CL

CL

CL

DB-L1

NOTE: EXISTING RAMP
HEATER AND ROLLER
DOOR SHUTTER TO BE
RE-SUPPLIED WITH NEW
CABLING AND ISOLATOR
AS INDICATED ON LV
SCHEMATIC.

NEW GENERATOR PROVIDED BY WBC
TO SERVE WBC CCTV DEPARTMENT. CONTRACTOR
TO INCORPORATE NEW GENERATOR AND ATS SWITCH
TO EXISTING LV INFRASTRUCTURE AND ALLOW FOR ALL
NEW TESTING AND COMMISSIONING. CONTRACTOR TO
ALLOW FOR NEW GENERATOR FLUE TO RISE FROM
BASEMENT LEVEL TO ABOVE ROOF.

NEW GENERATOR WALL MOUNTED ATS
SWITCH TO SERVE WBC.

NEW GENERATOR OIL FILL PIPE FROM ABOVE FILLING
POINT STATION.

NEW SPLIT TP&N SERVICE HEAD TO SERVE
WATFORD POLICE STATION AND WBC.CONTRACTOR
TO LIAISE WITH UKPN AND ARRANGE FOR
SEPARATE METERING

EXISTING LV SWITCHGEAR AND MAIN
EARTH BUSBAR TO BE RETAINED.

NEW LANDLORD TP&N POWER AND
LIGHTING DISTRIBUTION BOARD DB-L1

WP

3 NO EXTERNAL WALL
MOUNTED 16A SPN ISOLATOR
FOR EXTERNAL COOLING UNITS

1. ALL SERVICES DRAWINGS TO BE READ IN
CONJUNCTION WITH OTHER DISCIPLINE
DRAWINGS, SCHEDULES AND
SPECIFICATIONS.
2. DO NOT SCALE FROM THIS DRAWING.
3. SHOULD ANY DISCREPANCIES BE FOUND
WITH THIS DRAWING AND ANY OTHER
ASSOCIATED
DRAWINGS/SPECIFICATIONS/REPORTS, THIS
SHOULD BE BROUGHT TO THE ATTENTION OF
ENGINEER IMMEDIATELY.
4. THIS DRAWING SHALL ONLY BE USED FOR
THE SPECIFIC SERVICES INTENDED.
5. UNLESS OTHERWISE STATED, ALL
MEASUREMENTS IN MILLIMETERS.
6. THE MEP SYSTEMS SHALL COMPLY WITH
THE RELEVANT STANDARDS DESCRIBED IN
THE SPECIFICATION.
7. LOCATIONS OF ALL SERVICE PROVISIONS
ARE INDICATIVE. ALLOW FOR RELOCATIONS
WITHIN A 2 METRE RADIUS. FINAL ACCESS
AND SETTING OUT OF SERVICES TO BE
AGREED WITH ARCHITECT.
8. ALL SOCKET OUTLETS SHALL BE LABELLED
WITH THE APPROPRIATE CIRCUIT
REFERENCE.
9. ALL SOCKET OUTLETS SHALL BE
PROTECTED BY RCBO'S LOCATED IN THE
DISTRIBUTION BOARD UNLESS OTHERWISE
STATED.
10. WBC FITOUT CONTRACTORS TO LIAISE
WITH THE MAIN CONTRACTOR TO
COORDINATE SERVICES ON THE ROOF AREA.
EARTH AND LIGHTNING PROTECTION
BONDING IS TO BE PROVIDED BETWEEN THE
SATELLITE/AERIAL EQUIPMENT AND EXISTING
SYSTEMS.

Legend

Single Phase Socket Twin Switched

Fused Connection Unit Unswitched

Socket Outlet Unswitched

Request To Exit Button

Data Socket Double Data (RJ45)

Fused Connection Unit Switched

Abbreviations
CL Cleaners Socket

HL High Level

FR Fridge

CR Cooker

HW Hot Water

DW Dish Washer

DCA Disabled Alarm

Underfloor Power Track

Disabled Alarm Pull Cord

Disabled Indicator with Reset and Lamp

Proximity Access Card Reader

16A SP&N Commando Socket

Security for CCTV cameraSEC

Request to exitRTE

Proximity card readerPR

Fan coil unitFCU

Two compartment DADO trunking

Refuge Alarm Panel
with power supply

RAP

External Access control
reader to operate Vehicle
gate and pedestrian gate

AC
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