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1. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH THE CPW 

SPECIFICATION AND ALL RELEVANT ARCHITECTS AND ENGINEERS 

DRAWINGS.

2. THE ELECTRICAL CONTRACTOR SHALL COORDINATE ALL 

ELECTRICAL SERVICES WITH MECHANICAL SERVICES &STRUCTURE.

3. FINAL SETTING OUT OF EQUIPMENT SHALL BE TO THE 

ARCHITECTS ROOM LAYOUTS AND REFLECTIVE CEILING PLANS. 

CONTRACTOR TO ENSURE COORDINATION.

4. ALL ITEMS OF EQUIPMENT MUST BE LOCATED TO FACILITATE 

SUITABLE ACCESS AND MAINTENANCE.

5. THE ELECTRICAL INSTALLATIONS MUST COMPLY IN FULL WITH 

THE REQUIREMENTS OF BS7671 18TH EDITION WIRING 

REGULATIONS.

6. THE CONSTRUCTION TEAM SHALL CO-ORDINATE FINAL 

INTERFACE POSITIONS OF ALL ACCESS CONTROL, INTRUDER ALARM, 

MECHANICAL AND ELECTRICAL EQUIPMENT ABOVE ACCESSIBLE

CEILING AREAS. IN PLASTERBOARD CEILING AREAS, THE 

CONSTRUCTION TEAM SHALL ADVISE THE ARCHITECT OF THE 

REQUIREMENTS FOR CEILING HATCHES.

7. IN AREAS WHERE THE CABLE LENGTH SHALL EXCEED 90m, THESE 

SHALL BE SUPPLIED BY FIBRE OPTIC CABLES AND LOCAL POWER 

SUPPLIES.

8. NEW ACCESS CONTROL DEVICES TO BE REWIRED BACK TO 

EXISTING ACCESS CONTROL PANEL. ELECTRICAL CONTRACTOR TO 

VALIDATE EXISTING CONDITION AND COMPATIBILITY WITH NEW 

DEVICES.

9. EXISTING ACCESS CONTROL PANEL TO BE RELOCATED TO SUIT 

NEW WORKSHOP LOCATION.

10. EXISTING CCTV CAMERAS TO BE RETAINED FOR FUTURE USE, 

CCTV CAMERAS SHOWN FOR COSTING PURPOSES AND DOES NOT 

INDICATE EXISTING SERVICES. 

11. DO NOT SCALE FROM THIS DRAWING.

NOTES

LEGEND:

CARD READER

REQUEST TO EXIT BUTTON

BREAK GLASS

MAGNETIC DOOR LOCK

INTRUDER ALARM 

CEILING MOUNTED FIXED DOME TYPE CCTV

WALL MOUNTED FIXED BODY TYPE CCTV

MAGNETIC DOOR CONTACT
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Address Phone

Email

www.cpwp.com

Third Floor, Bolsover House

5-6 Clipstone Street, London

W1W 6BB

+ 44 (0) 203 870 4790

london@cpwp.com
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