
JOINERY STORE

0.0244 KG/S

SUPERVISORS OFFICELOCKSMITHMECHANICAL WORKSHOPMECHANICAL WORKSHOP STORE

RE-CONNECT INTO
EXISTING LTHW F&R AT

HIGH LEVEL

Ø20
Ø20

Ø20
Ø20

Ø15Ø15

Ø40
Ø40

LSV

TRV

SHOWER ROOM

R.11

Ø32
Ø32

SOUTH HEATING ZONE
REFER TO CPW DRG

230114-CPW-ZZ-XX-DR-M-02101
FOR CONTINUATION

NORTH HEATING ZONE
REFER TO CPW DRG

230114-CPW-ZZ-XX-DR-M-02101
FOR CONTINUATION

RE-CONNECT INTO
EXISTING LTHW F&R AT

HIGH LEVEL

Ø25
Ø25

LOW FLOW CS REQUIRED
0.0161 KG/S

IV CS

Ø15Ø15

0.0430 KG/S

ELECTRICAL WORKSHOPPAINT SHOP

0.107 KG/S

AP OFFICE

Ø20
Ø20

Ø20
Ø20

0.073KG/S 0.087 KG/S

Ø15Ø15

JOINERY WORKSHOP

LSV

TRV
R.01

IV CS

Ø15Ø15

LSV

TRV
R.02

Ø15Ø15

CSIV

LSV

TRV
R.03

LSV

TRV
R.04

LSV

TRV
R.05

LSV

TRV
R.06

LSV

TRV
R.07

0.029 KG/SIV CS

Ø15Ø15

LSV

TRV
R.08

LSV

TRV
R.09

IV CS

LSV

TRV
R.10

Ø15Ø15

LSV

TRV
R.12

LSV

TRV
R.13

IV CS

Ø20Ø20

LSV

TRV
R.14

LSV

TRV
R.15

IV CS

Ø15
Ø15

Ø20
Ø20

RECONNECT INTO EXISTING
LTHW DISTRIBUTION AT HIGH
LEVEL

RECONNECT INTO EXISTING
LTHW DISTRIBUTION AT HIGH
LEVEL

DC DCDC DC

DCDCDC

Ø25
Ø25

Ø20
Ø20

Status

Client

Drawing Title

Scale (A1) Date By Ve

Project

CPW Project No.

REV DATE DESCRIPTION BY VE

COUCH PERRY WILKES©

RIBA Stage

Linked Files

All scaled dimensions taken from this drawing are to be verified on site

Address Phone

Email

www.cpwp.com

Bolsover House
5-6 Clipstone Street, London
W1W 6BB

+ 44(0) 203 870 4790

london@cpwp.com

RevisionSuitabilityNumberDisciplineFormSpatialFunctionalOriginatorProj ID

2023

STAGE 4

TENDER ISSUE
NHS
SOUTH LONDON AND MAUDSLEY

CLINICAL TREATMENT CENTRE
MAUDSLEY HOSPITAL
WORKSHOP RELOCATION

LTHW SECONDARY HEATING SCHEMATIC

N.T.S 04/08/2023 LB JP

230114 CPW ZZ XX DR M 021002 S4 T01

230114

T01 04/08/2023 STAGE 4 ISSUE LB JP

230114-CPW-ZZ-XX-DR-M-021002      S4      T01

TRV

LSV

STR

CS

IV

LOCK SHIELD VALVE

DRAIN COCK

STRAINER

COMMISSIONING STATION

ISOLATING VALVE

LEGEND:

THERMOSTATIC RADIATOR VALVE

AIR VENTAV

BINDER TEST POINTBT

THERMOSTATIC RADIATOR VALVETRV WITH REMOTE THERMOSTATIC HEAD

IV (NC) WHERE USED FOR FLUSHING OR MANUAL
BYPASS THESE SHALL BE LOCK SHIELD VALVES

ISOLATING VALVE (NORMALLY CLOSED)

LOW TEMPERATURE HOT WATER RETURN
LOW TEMPERATURE HOT WATER FLOW

DC

DOUBLE REGULATING VALVEDRV

DRAIN COCKDC


	Sheets and Views
	CTC HEATING SCHEMATIC A1


