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THE CONTRACTOR IS TO ALLOW FOR THE FOLLOWING:
· TAKE WATER SAMPLES ON THE HOT AND COLD DOMESTIC

WATER SYSTEMS PRIOR TO WORKS COMMENTS.
· DRAINING DOWN AND FLUSHING ENTIRE SYSTEM.
· CHLORINATING THE ENTIRE SYSTEM.
· FLUSHING ANY DEADLEGS THROUGHOUT THE CONSTRUCTION

OF THE WORKS.
· TAKE WATER SAMPLES OF THE HOT AND COLD DOMESTIC

WATER SYSTEMS AND OBTAIN LAB ANALYSIS RESULTS FOR TVCS
AND LEGIONELLA IN SUITABLE TIME FOR HANDOVER.
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