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PLEASE NOT ALL DOOR TYPES SHOWN ARE FOR
VISUAL REFERENCE ONLY. PLEASE REFER TO DOOR
SCHEDULE FOR FURTHER DETAILS INCLUDING
DOOR DIMENSIONS, IRONMONGERY, FIRE RATING
ETC

PLEASE NOT ALL DOOR TYPES SHOWN ARE FOR
VISUAL REFERENCE ONLY. PLEASE REFER TO DOOR
SCHEDULE FOR FURTHER DETAILS INCLUDING
DOOR DIMENSIONS, IRONMONGERY, FIRE RATING
ETC

INTERNAL DOORS

EXTERNAL DOORS

NOTE:-
1. For door locations see Drg. No. 5087-110
2. See also Door Schedule.
3. For door DO.0.009 details, please refer to drawing 5087.332

NHS Foundation Trust
South London and Maudsley

Note.
Fire resisting doorsets must have 45mm Ø I.D disc bearing
fire rating "FR30" or "FR60", positioned as shown above and
rebated into door, set flush with face.

Fire resisting doorsets must be supplied with spec' name of
manufacturer and date of manufacture on the door leaf.
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