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l. THIS DRAWING SHALL B E  READ IN CONJUNCTION WITH A L L  TENDER 
DRAWINGS. 

2.LIGHTING CIRCUITS S H A L L  GENERALLY B E  WIRED I N  1.5mrn2 PVC 
C A B L E  IN CONDUIT OR TRUNKING. W W E R  C I R C U I T S  S H A L L  B E  
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4. CONTRACTOR S H A L L  SUPPLY A L L  M C B  S A S  INDICATED.  

EXTENSION OF ASSESSMENT 
UN1 T 

ELECTRICAL SCHEMATIC AND 
DISTRIBUTION BOARD DETAIL 

n.t.s. 
1 ~3.78 

drawina no. M1 OT 1242 A 
drawn b y  M LW 

GROUP ENGINEERS DEPARTMENT 
BETHLEM ROYAL HOSPITAL 
MONKS ORCHARD ROAD 
BECKEN HAM 
KENT BR33BX l 8  .l .79 DUST EXTRACT SUPPLY ACHYED. 

CIRCUITS E l / ]  TO E1/4 8, E3/2 
MODlF l  E 0  

DATE  R EVISION 


